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FIRE: CONNECT NEW FIRE ALARM DEVICES TO NEW SILENT KNIGHT 5895XL POWER SUPPLY AND NEW 5815XL SLC EXPANDER. CONNECT NEW POWER SUPPLY AND SLC EXPANDER TO EXISTING JUNIOR HIGH SCHOOL SILENT KNIGHT SYSTEM.  SECURITY ALARM: CONNECT NEW SECURITY ALARM DEVICES TO NEW DMP SECURITY PANEL. SEE SPECIFICATIONS FOR SPECIFIC MODEL NUMBERS. PROVIDE AND INSTALL 1 CAT 6 NETWORK CABLE FOR IP COMMUNICATION.  INTERCOM: CONNECT NEW INTERCOM DEVICES TO EXISTING TELECOR INTERCOM SYSTEM. ALL WIRE SHALL BE SHEILDED. PROVIDE 4 EXTRA SHEILDED WIRE FOR FUTURE USE. PROVIDE ENOUGH SLACK TO REACH FARTHEST WALL.  DATA: CONNECT NEW DATA, WIFI AND CAMERA NETWORK DROPS TO EXISTING IDF IN EXISTING GYM SHELTER.  CLOCKS: SEE SPECIFICATIONS FOR MORE CLOCK INFORMATION. PROVIDE AND INSTALL 110V STAND ALONE CLOCKS, AMERICAN TIME PART NUMBER E56BAAV304. CAMERA: CONNECT NEW CAMERA DROPS TO EXISTING RACK IN EXISTING IDF IN EXISTING GYM SHELTER. EXISTING SYSTEM IS AVIGILON. MATCH PER SPECIFICATIONS. ACCESS CONTROL: CONNECT NEW ACCESS CONTROL DEVICES TO NEW KEYSCAN CONTROLLER. PROVIDE CONTROLLER, READERS, STRIKES, ETC NEEDED TO FURNISH A COMPLETE AND FULLY OPERABLE SYSTEM.
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CONTRACTOR TO PROVIDE AND INSTALL 4-2" CONDUITS AS INDICATED. CONTRACTOR TO PROVIDE AND INSTALL BELOW GRADE PULL BOX. PULL BOX SHALL BE CLEARLY LABELED "COMMUNICATIONS". INDICATES THE LOCATION OF EXISTING BUILDING WALL MOUNTED IDF RACK. 
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