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A. COORDINATE ALL FINAL MOUNTING HEIGHTS, FOR WALL MOUNTED DEVICES, COORDINATE ALL FINAL MOUNTING HEIGHTS, FOR WALL MOUNTED DEVICES, PRIOR TO ROUGH-IN. COORDINATE WITH ARCHITECT, OWNER AND ENGINEER. B. COORDINATE ALL CEILING DEVICE LOCATIONS WITH ARCHITECTURAL COORDINATE ALL CEILING DEVICE LOCATIONS WITH ARCHITECTURAL DRAWINGS AND INTERIOR DESIGN CONSULTANT(IF APPLICABLE) PRIOR TO ROUGH-IN. C. REFERENCE TECHNOLOGY PLANS, OVERALL PLANS, NOTES & LEGENDS AND REFERENCE TECHNOLOGY PLANS, OVERALL PLANS, NOTES & LEGENDS AND ELECTRICAL PLANS FOR ADDITIONAL INFORMATION AND DEVICE/OUTLET LOCATIONS. D. CONTRACTOR TO COORDINATE ALL DROP LOCATIONS WITH FURNITURE. CONTRACTOR TO COORDINATE ALL DROP LOCATIONS WITH FURNITURE. COORDINATE WITH ARCHITECT AND OWNER FOR MORE INFORMATION.
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INDICATED THE NEW LOCATION OF A RELOCATED EXISTING 4U, WALL MOUNTED IDF RACK. ALL DATA DROPS IN NEW ADDITION SHALL ROUTE BACK TO THIS RACK. CONTRACTOR TO FIELD VERIFY IF RACK NEEDS TO BE EXPANDED TO SUPPORT NEW DROPS.  CONTRACTOR TO MOUNT NEW KEYSCAN CONTROLLER TO THIS LOCATION. PROVIDE POWER.  CONTRACTOR TO MOUNT NEW DMP SECURITY PANEL TO INDICATED LOCATION. PROVIDE POWER.  CONTRACTOR TO PROVIDE AND INSTALL NEW FIRE ALARM POWER SUPPLY AND SCL EXPANDER TO INDICATED LOCATION. PROVIDE POWER.
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